HEH-B-S1-07c
Local B.T.

22.00m?2

-

HEH-B-S1-06
Local LCB

18.30m?

1

HEH-B-S1-05
Secrétariat Interventionnelle

7.20m?

vvvvvvvvvv
N~ e

vvvvvvvvvv
LNV

HEH-B-S1-04 .

Bureau

9.10m?

HEH-B-51-02

Bureau

15.8m?

HEH-B-S1-07

1 I

HEH-B

HEH-B-S1-07b

L.T.CFo
4.50m?

EH-B-S1-0

HEH-B-51-01

Attente
30.30m?

—_—

-
e

7
/

HEH-B-S1-22
Réserve
|

55.26m?

S1

//
HEH-B-S1-12c //J:I:EH'B'S].'].Z
Sanit.pers. //

2.75m*

Circulation

9.90m?

N = \\I:IEH-B-Sl—23b
o Déshabilloire
EH-B-S1- A
HER-8- N S HEH-B-S1-30
| \j:— \ ——3/0m S/Station Chauffage
$1.19 ,"HEH-B-S1-21 J:I HEH-B-S1-21b 21.60m?2
HER-B-51-1 HEH-B-S1-20 ! Circulation~~ Sanit.Exam.
Attente el \\ 7 | :
e 48.00m? cireulation . 350m 310m?
neu . 2 | \——vil - L
o 1600{< . H 15.40m l |
u /
/
= g R
: 'HEH-B-S1-27
HEH-B-S1-14c HEH;]B'Sl'Zﬁ Déshabilloire
: : _— Box Echographie 5 |
Circulation . 2 ~—6.90m>
\\5.85m2 ! | J[ \\\ 18.00m ///
N \ s
HEHl:.I§I_-.Sl-14b \\\// ) /// N Il \h 1;/// I
1.11m? 1 « — HEH-B-S1-29c /
~H N —
=5 =)
HEH-B-51-14 e HEH-B-51-29
Circulation e N el
/ | Circulation HEH-B-S1-31
42.40m2 ‘::::]EQ 2 = . .
36.40m & Circulation
T T — I ] J ! : 2
s | _r_ s s i:q _ |HEH-B-S1-29b - ” N, 11.60m
\ : y \ \ \ Stockage '\
AN I AN
HEH-B-S1-10b] | ', HE Ii—Bzél-llb\\ N HEH-B.S1.15 " 1.83m? N
Déshabilloire || " Désha. || . HEH-B-51-16 i : AN
2 60m? S 2 20m? NGl Préparation Acc. Echographie - ~_
: Y o 0 . o I o o I
B - T 11.70m?
\ / 6.50m?
\ /
\ . ’
N . l ,‘H
/
/
//
HEH-B-S1-10 HEH-B-S1-11 HEH-B-51-18 HEH-B-S1-24
Box Echographie 4 Box Echographie 3 HEH-B-S1-17 Box Echographie 2 Box Echographie 1 ]
. ,
17.60m?> 18.90m? Local Interprétation 26.30m 25 60m? :
23.10m?
HEH-B-S1-xx
Circulation
m2

.

HEH-B-S1-ESC Ext2

HEH-B-S1-23
Box Echographie 6

19.30m?

HEH-B-S1-25
W L.T.
24.34m?

HEH-B-S1-ESC EXt3
4

Monte ades
existont



AutoCAD SHX Text
Ascenseur personnel

AutoCAD SHX Text
Monte malades neuf 1600kg

AutoCAD SHX Text
Monte malades existant


	Sheets and Views
	Model


