
Pneumatique

VIDE SUR HALL

1-T4

1-P3

1-R41-P4
1-N4

1-M41-M4

1-M7

1-R3

1-
M

13
1-

M
9

1-M9

1-B9

1-K7

1-
F1

0

1-
G1

0

1-
F8

1-
G8

1-A4

1-A3 1-C3

1-C4

1-N31-K3

1-U4
DF

1-T3

PV 105

1-O3

1-N7

1-S3

LT ELEC
3.50m²

HALL
55.36m²

CHLS-3C-01-037

Escalier 4
19.80m²

CHLS-3C-01-ESC4
SAS

9.92m²

CHLS-3C-01-051

Salle d'opération (salle 2)
 Uro Néphro

40.19m²

CHLS-3C-01-059
pré anesthésie salles

 d'opération 1 et 2
20.42m²

CHLS-3C-01-061
Salle d'opération

(salle 1) Uro Néphro
40.42m²

CHLS-3C-01-063

LAVAGE MAINS 1
9.56m²

CHLS-3C-01-065

ENTRETIEN SALLE 2
1.76m²

CHLS-3C-01-055 ENTRETIEN SALLE 1
1.76m²

CHLS-3C-01-067
LAVAGE MAINS 2

9.43m²

CHLS-3C-01-057

TRAITEMENT D'AIR
74.37m²

CHLS-3C-01-049

LAVAGE PLATEAU
6.62m²

CHLS-3C-01-056B

VIDANGE SALLES 1 & 2
5.67m²

CHLS-3C-01-054

LAVAGE MAINS 3
10.50m²

CHLS-3C-01-047

Salle d'opération
(salle 3) Uro Néphro

43.30m²

CHLS-3C-01-045

ENTRETIEN SALLE 3
1.66m²

CHLS-3C-01-044A

Sas
2.25m²

CHLS-3C-01-035
HALL

14.62m²

CHLS-3C-01-001

ENTRETIEN SALLE 4
1.59m²

CHLS-3C-01-044B

VIDANGE SALLES 4&5
3.39m²

CHLS-3C-01-042

DEVELOPPMNT RADIO
10.06m²

CHLS-3C-01-048

PHARMACIE
7.10m²

CHLS-3C-01-046
LAVAGE MAINS 4

9.43m²

CHLS-3C-01-039

Salle d'opération
(salle 4) Uro Néphro

42.18m²

CHLS-3C-01-041

PRE ANESTHESIE 3&4
21.42m²

CHLS-3C-01-043

LOCAL TECHNIQUE
5.24m²

CHLS-3C-01-052

STOCK PLATEAU
14.19m²

CHLS-3C-01-056A

VESTIAIRE FEMMES
34.71m²

CHLS-3C-01-005
VESTIAIRE HOMMES

28.43m²

CHLS-3C-01-007

ACCES BLOC OPERATOIRE
17.99m²

CHLS-3C-01-003
ACCES BLOC OPERATOIRE

8.35m²

CHLS-3C-01-002

HALL
122.78m²

CHLS-3C-01-050

CADRE DE SANTE
10.67m²

CHLS-3C-01-073
SAS

3.89m²

CHLS-3C-01-069

COMPTE RENDUS
 OPERATOIRES

9.68m²

CHLS-3C-01-075

VIDANGE
7.29m²

CHLS-3C-01-079

ACCES M.C. DECHETS
3.94m²

CHLS-3C-01-077

DETENTE
15.48m²

CHLS-3C-01-071 RESERVE 1
16.51m²

CHLS-3C-01-081 DEGT
30.82m²

CHLS-3C-01-058

RESERVE 2
16.57m²

CHLS-3C-01-083

RESERVE 3
17.32m²

CHLS-3C-01-085

LAVAGE INSTRUMENTS DEC
 MATERIEL ANESTHESISTE

50.29m²

CHLS-3C-01-064

Escalier 2
16.05m²

CHLS-3C-01-ESC2
Rgt lavage instrument

7.21m²

CHLS-3C-01-068

RESERVE 4
9.92m²

CHLS-3C-01-062

Conditionnement
21.93m²

CHLS-3C-01-066

RESERVE 5
10.09m²

CHLS-3C-01-060

DECARTONNAGE
15.54m²

CHLS-3C-01-021

LT VENTILATION
20.20m²

CHLS-3C-01-019

SAS TRANSFERT
18.88m²

CHLS-3C-01-011

HALL TRANSFERT MALADE
27.89m²

CHLS-3C-01-009

Escalier 1
21.60m²

CHLS-3C-01-ESC1

BUREAU   ANESTH.
10.54m²

CHLS-3C-01-006
BUREAU   ANESTH.

10.72m²

CHLS-3C-01-008

BUREAU   ANESTHESISTE
10.72m²

CHLS-3C-01-010

PREPARATION OPERES
15.00m²

CHLS-3C-01-020
SALLE DE REVEIL

29.91m²

CHLS-3C-01-018

LINGE SALE
5.93m²

CHLS-3C-01-014

LINGE PROPRE
3.26m²

CHLS-3C-01-016
SURVEILLANCE

8.11m²

CHLS-3C-01-022

SSPI
76.31m²

CHLS-3C-01-024

SAS
3.23m²

CHLS-3C-01-012

HALL
39.41m²

CHLS-3C-01-017
ANTENNE PHARMACIE

30.84m²

CHLS-3C-01-025

DEGAGEMENT
35.28m²

CHLS-3C-01-023

RESERVE SSPI
10.55m²

CHLS-3C-01-028
DECHETS
6.11m²

CHLS-3C-01-032
VIDANGE
5.27m²

CHLS-3C-01-030 VEST. PERS.
8.67m²

CHLS-3C-01-034A
ENTRETIEN SSPI

5.64m²

CHLS-3C-01-036
LOCAL TECH.

2.83m²

CHLS-3C-01-038

DEGAGEMENT
15.47m²

CHLS-3C-01-029

BUREAU
11.91m²

CHLS-3C-01-031B

Sas
2.35m²

CHLS-3C-01-031A

BUREAU
9.13m²

CHLS-3C-01-031D
BUREAU
10.59m²

CHLS-3C-01-031C
TRAITEMENT D'AIR

66.93m²

CHLS-3C-01-027

DETENTE
7.02m²

CHLS-3C-01-034B
DEGAGEMENT

10.73m²

CHLS-3C-01-026

Escalier 3
29.88m²

CHLS-3C-01-ESC3

SALLE
OPERATIONS

30.70m²

CHLS-3C-01-013
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