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2UP
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AF esc.34

15.05 m²
Cafétéria

00CCA003
HSP :3.00m

20.85 m²

SAS de
transfert
entrée

00CCA093
HSP :2.50m

14.80 m²

Salle
d'attente
valides

00CCA092
HSP :2.50m

40.00 m²

Salle
d'opération
standard 1

00CCA079
HSP :3.00m

39.90 m²

Salle
d'opération
standard 2

00CCA080
HSP :3.00m

38.15 m²

Salle
d'opération
standard 3

00CCA081
HSP :3.00m

60.90 m²

Salle
d'opération

grande taille
4

00CCA082
HSP :3.00m

151.70 m²

SSPI
12 postes

00CCA084
HSP :2.80m

14.80 m²
Bureau cadre

00CCA087
HSP :2.50m

16.70 m²

Décontamination
instruments

00CCA062
HSP :2.50m

11.90 m²

Linge
sale/déchets

00CCA060
HSP :2.50m

46.50 m²

Arsenal
stérile 2

00CCA078
HSP :2.50m

37.80 m²

Arsenal
stérile 1

00CCA076
HSP :2.50m

11.05 m²

Local
biomédical

00CCA063
HSP :2.50m

17.10 m²

Arrivées
matières

00CCA061
HSP :2.50m

9.70 m²

Local
nettoyage

00CCA066
HSP :2.50m

36.95 m²

Vestiaires
femmes

00CCA073
HSP :2.50m

25.70 m²

Vestiaires
hommes

00CCA072
HSP :2.50m

24.85 m²

Salle de
détente

00CCA065
HSP :2.50m

10.60 m²

Salle
d'attente
valides

00CCA104
HSP :2.50m

39.30 m²

Salle
d'endoscopie
sous AG 5
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HSP :3.00m

30.65 m²

Salle
d'endoscopie
sous AG 6
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HSP :3.00m

25.30 m²

Salle
d'endoscopie

7
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HSP :3.00m

24.85 m²

Salle
d'endoscopie

8

00CCA091
HSP :3.00m

21.35 m²

Salle blanche
9

00CCA095
HSP :3.00m

11.00 m²

Bureau
internes

00CCA101
HSP :2.50m

38.40 m²

Réserve /
Matériel

00CCA098
HSP :2.50m

37.60 m²

Déconta.
endoscopes

00CCA099
HSP :2.50m

16.15 m²

Réserves
endoscopes

00CCA100
HSP :2.75m

6.25 m²

Produits
desinf.

00CCA097
HSP :2.50m

32.55 m²

Gare
d'arrivée
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HSP :2.50m

16.55 m²

Déchets et
linge sale
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HSP :2.50m

13.90 m²

Local
brancards/fauteuils

00CCA057
HSP :2.50m

12.15 m²

Nettoyage
central

00CCA054
HSP :2.50m

20.70 m²

Local
maintenance

00CCA049
HSP :2.50m

11.10 m²

Bureau
maintenance

00CCA053
HSP :2.50m

17.15 m²

SAS SORTIE
BOP

00CCA069
HSP :2.50m

23.20 m²

Local existant
valises

00CCA056
HSP :2.50m

10.60 m²
Secrétariat

00CCA008
HSP :2.50m

10.70 m²

Bureau
Coordinateur

médical

00CCA013
HSP :2.50m

22.35 m²

Salle
d'attente
couchés

00CCA103
HSP :2.50m

78.20 m²

Salle de
repos

collation

00CCA014
HSP :3.00m

20.05 m²

Secrétariat
back office

00CCA006
HSP :2.60m

12.45 m²
Bureau IDE

00CCA007
HSP :2.50m

11.35 m²
sas H4

00H4002
HSP :2.50m

3.95 m²

Sanitaire
public

00CCA108
HSP :2.50m

10.25 m²

Bureau
entretien

00CCA009
HSP :2.50m

9.25 m²

Bureau
entretien

00CCA011
HSP :2.50m

15.35 m²

Consult et
entretien

00CCA012
HSP :2.50m

22.10 m²

Salon
d'attente
couchés

00CCA094
HSP :2.50m

3.95 m²

Sanitaire
public

00CCA109
HSP :2.50m

50.25 m²
Circulation 12

00CCA096
HSP :2.50m

13.40 m²
Sas

00CCA001
HSP :3.00m

66.05 m²
Circulation 4

00CCA047
HSP :2.50m

10.00 m²

Bureau
internes

00CCA037
HSP :2.50m

13.75 m²

Consult et
entretien

00CCA038
HSP :2.50m

5.40 m²
Sas

00CCA058
HSP :2.50m

2.10 m²

Sanitaire
patient

00CCA107
HSP :2.50m

4.10 m²

Sanitaire
patient

00CCA106
HSP :2.50m

5.25 m²
Sas

00CCA105
HSP :2.50m

14.70 m²

Chambre
individuelle

02

00CCA029
HSP :2.80m

19.85 m²
Circulation 7

00CCA059
HSP :2.50m

22.70 m²
Circulation 13

00CCA102
HSP :2.50m

3.75 m²

Sas
vestiaires

00CCA071
HSP :2.50m

2.10 m²
Sas

00CCA070
HSP :2.50m

11.90 m²
Circulation 10

00CCA064
HSP :2.50m

86.05 m²
Anti-chambre

00CCA074
HSP :2.50m

14.20 m²

Chambre
individuelle

04

00CCA027
HSP :2.80m

14.75 m²

Chambre
individuelle

05
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HSP :2.80m

71.00 m²
Circulation 2
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HSP :2.50m

59.75 m²
Circulation 11
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13.60 m²
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14.35 m²
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61.20 m²
Circulation 5
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Nettoyage
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Office
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